
Installation Guide

Temperature Sensor 
MBT 3560 / MBT 5560
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Electrisk tilslutning:
Electrical connection:
Elektrischer Anschluss:
Raccordement électrique:
Conexión eléctrica:
Connessione elettrica:

Output signal Pin connection Power supply

4 – 20 mA

1: + supply

10 – 32 V dc
2: - supply

3: not used

4: not used

Absolute voltage

1: + supply

9 – 30 V dc
2: + output signal

3: - supply/common

4: not used

Ratiometric

1: + supply

4.75 – 8 V dc
2: + output signal

3: - supply/common

4: not used


